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Basic Booth Wiring 13/11/12Standard Tools
and Equipment CO.
4810 Clover Road
27405 Greensboro
336-697-7177
336-697-1738

CBS2082303-2
7/12/12

J.M

J.M

J.M

6 5

MTR

Control
Panel

Electrical
Panel

T1

T2

T3

Disconnect By Others

2 Hp motor.
7.7 amps at 208 volts, 3 phase
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1/2" Conduit, 3- #14 , 1-#14 Grd
3 Pole 15 amp breaker

Black
White
Grd

1/2" Conduit, 1- #14 hot, 1-#14 Neutral, !-#14 Grd
Lights wired in parrallel.

Lights are .94 amps at 120 volts each.Control
Panel

1 pole 15 amp Breaker

Lig
hts

Lig
hts

Lights are .94 amps each at 120 volts

All Lights are wired in parallel
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